o~ T
RN LIGHTING FIXTURE SCHEDULE
|
| MANUFACTURER 4 FIXTURE LAMP
| MARK MOUNTING VOLTAGE NOTES
. & CATALOG NUMBER LAMPS VA DATA
|
! LITHONIA STATIC TROUFER MOUNTING AND VOLTAGE AS
| A2 | # 2SP—X—2-32-A12-X-GEB10 2 * %0 | F32/18 " | REQURED.
|
. LITHONIA STATIC TROUFER MOUNTING AND VOLTAGE AS
I A3 | # 2SP—X—3-32-A12-X—GEB10 5 * 120 | F32/78 " | REQUIRED.
|
| |
. . LITHONIA STATIC TROUFER MOUNTING AND VOLTAGE AS
| i A% | I 2SP_X—4-32-A12-X—GEB10 4 * 160 | F32/78 ¥ REQUIRED.
| IT]
. ! LIGHTOLIER WALL MOUNTED UP/DOWN LIGHT
| i AS | cwBX240WB*OC 2 WALL 90 F32/T8 *
| 7
| LITHONIA INCLOSED AND GASKETED INDUSTRIAL VOLTAGE
| D1 | 4 DM—2—48HO—X—GEB10 2| SURFACE | 110 | F48 / HO * AS REQUIRED.
|
! LITHONIA INCLOSED AND GASKETED INDUSTRIAL VOLTAGE
! DW1 1 4 DMW—2—48HO—X—GEB10 2 | SURFACE | 110 | F48 / HO * AS REQUIRED. LISTED FOR WET LOCATION.
|
. LITHONIA GENERAL PURPOSE STRIP VOLTAGE
| G1 | # c—2-32-X—GEB10-WGCUN 2 | SURFACE | 90 | F32/T8 * | AR REQUIRED
|
|
| LITHONIA COMPACT FLOURESCENT SHOWER LIGHT
| ST | # LGF—1/26DTT—9FW—DOL—XXX 1 REL 30 F260TT *
|
! LITHONIA HIGH PRESURE SODIUM WALL—PAK
| W1 4 TwM—2505-TB 1 WALL 300 | HPS 250w * WITH MULTI—TAP BALLAST.
7]
|
. b LITHONIA EDGE—LIT EXIT WITH FACES, DIRECTIONAL
| | X1 | § LRP—-B-X-GC—X—120/277—ELN—x | N/A| % 2 LED 120/277) |NDICATOR AND MOUNTING AS REQUIRED.
|
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| | KEYED NOTES: (THIS SHEET ONLY)
| [
|
|
| CONTRACTOR SHALL PROVIDE, INSTALL, AND CONNECT COMPLETE CLASS A FIRE ALARM
| SYSTEM TO MEET ALL LOCAL AND BASE CODES
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